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AIR TERMINAL UNITS 23 3600 - 1 

SECTION 23 3600 - AIR TERMINAL DEVICES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 

1. Fan-powered air terminal units/devices. 
2. Shut off air terminal units/devices. 
3. Dual duct terminal units/devices. 

1.2 SUBMITTALS 

A. Product Data:  For each type of product indicated. 

B. [LEED Submittal:  

1. Product Data for Prerequisite  EQ 1:  Documentation indicating that units comply 
with ASHRAE 62.1-2007, Section  5 - "Systems and Equipment. " ] 

C. Shop Drawings:  For air terminal units.  Include plans, elevations, sections, details, and 
attachments to other work. 

D. Field quality-control reports. 

E. Operation and maintenance data. 

F. Northwestern University Maintenance Requirement Forms, see Division 01. 

1.3 QUALITY ASSURANCE 

A. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in NFPA 70, 
by a qualified testing agency, and marked for intended location and application. 

B. ASHRAE Compliance:  Applicable requirements in ASHRAE 62.1-2007, Section 5 - "Systems 
and Equipment" and Section 7 - "Construction and System Start-Up." 

1.4 SPECIAL WARRANTIES 

A. Five (5) years, see Division 01. 
























